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ln froduction 
This report is submit?& on behalf of Montezuma Estab Property Owners 
Association (“MEPQA”) dba Montezuma Estates Water Company, by the 
Montezuma Rimrock Water Company, L.L.C. (“MRWCn). The Arizona 
Corporation Commission (“Commission’) in decision 64665 required 
MEPOA to submit to the Commission, a report describing what steps 
MEPOA is planning to take in order to reduce the arsenic level in its water 
to below I O  parts per billion (“ppb”). The Arizona Corporation also 
required MRWC to submit to the Cammission, “within 60 days of the 
effective date of this Recision, its arsenic @eatment pian, if not previously 
filed by AppJicanr in Decision No, 67583. 

Subsequent to decision 64665, in Commission decision 67853, sale of 
assets and transfer of MEPOAa Certificate of Convenience and Necessity 
(%ertiflcaW) to MRWC was approved, This report b intended to address 
the arsenic treatment plan requirements of both Commission decisions 
64665 and 67853. 

System Desctfpfcon 
The Service area of the Utility consists of approximately 722 lots within the 
Monterum Estates subdivision in Rimrock, AZ, approximateiy 8 miles 
north of Camp Verde. Of these 722 lots, several hundred may not be 
developable due to flood risks or other constraints. There are currently 
approximately 147 connections to the water system. A small number of 
homes in the service area have their own private well and are not 
connected. 

The system consists af two well sites located approximately 3/10 of a nile 
from each other. Each well side is equipped with a 10,OOO gal storage 
tank, a 2000 gallon pressure tank, and chlorination equipment. The Point 
of Entry (“POE“) # 1 site has emergency generatom. The well at POE # 2 
is currently off-line. T h  distribution system is primarily constructed with 
Schedule 40 PVC mains. Built in the 197O’s, the mains and gate valves 
have been subject to failures. MEPOA has replaced most valves in recent 
years, but the marginal Schedule 40 W C  mains will need to be replaced 
over time. The giate valve replacement initiative has reduced water losses 
and the frequency of line breaks. 

In 2004, the systm average daily demand was 25,342 gallons per day 
(“GPD”), or a cclrntinuous 17.6 galtons per minute (“CPM”). POE # 1 yields 
approximately 55 CPM with cunent pumping equipment, and has been 
able to sustain the entire demand since POE # 2 was taken off line in late 
2003. 
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Arsenic concentrations observed from POE # I has ranged from 55 ppb to 
28 ppb, while arsenic concentrations from POE #k 2 has ranged from 55 
ppb to 35 ppb. 

Sfeps Taken &y MEPOA To Date 
MEPOA attempted to find water with lower arsenic levels by drilling the 
well for PO€ #2 deeper. The Mort failed when a highly mineralized zone 
of water was encounttared at depth. This well was partially backfilled and 
was removed from wrvice. A reglacement well was drilled adjacent to 
well 2 to restore access to a functioning well at that location, and is 
currently in the process of source approval with ADEQ. 

MEPOA has collected m e r  8mples from POE#1, and submitted them 
for comprehensive laboratory analyses, The results of these analyses are 
required by manufacturers of tmatment plants to determine if their 
systems are capable of treating the! feed water, and estimate construction 
and O&M casts. 

MEPOA has been proactively mearching regufatory requirements, 
financing and technical options so that it can comply with the new 
standard for arsenic when it goes into efkct next year. MEPOA has 
attended one of the ACC/ADE#WFA Arsenic Workshops, and has been 
in contact with several vendors of treatment equipment. 

Future Steps Reguimd of MEPOA 
Because the transfer of water utitity to MRWC is expected to be completed 
in the next 60 days, MEPOA proposes to suspend hrrther efforts toward 
addressing the arsenic levels at Ws point. MRWC personnet are already 
actively engaged in the planning for system upgrades to reduce arsenic 
concentrations to below 10 ppb by January 26,2006, as evidenced by the 
preparation of this report. 

Summary of ADEQ ArsenOc Mmter Plan Recommendatjons 
The ADEQ Master Plan recommends a central treatment plant(s) using 
iron-modifie8 activated alumina (FeAA) (single vessel or hnro vessels in 
series) system. To tmptement the ADEQ Adsorption to Fe-AA, estimated 
capital costs are $256,000 with annual O W  costs of $47,000. 

Point Of Use (WNJ’y Option 
On the basis of information provided by ADEQ through the Black Canyon 
City Study, and WattslPremier, a manufacturer of POU units, MRWC 
betieves that the POU option is a viable and cost effective alternative to 
implemntirig the recanmendations of the ADEQ master plan. 
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MRWC believes there are significant factors supporting the POtl 
treatment option including; 

The relative small number of customers currently sewed, 
The potential for sigrrificant growth over the next 10 years, 
The lack of a single PQE location for all wells, storage tanks, and 
boosters, 
Significantly lower capitol costrs, compared to ADEQ Master Plan 
estimates, 
Relatively taw 6pefation&naintenance & monitoring cosfs, 
The potential for technologic advances and cost redudons, 
Effective treatment of other wter quality parameters, and 
Availability of off-the-shelf units to install prior to the January 26, 
2006 deadline. 

The existing and potential number of customers is a factor that may 
support the POU treatment option. The sy&m currently has 
approximately 147 sewice connections. The system is expected to grow 
at a rate of 20 new connections per year for the next I O  years, at which 
time most of the reetdily buildable lots in the subdivision would be 

connections ten years from now. 
. occupied. This would result in “built-out” size of approximately 350 service 

The non-centralized configuration of the WHS, storage and booster tanks 
at this time, precludes using a single “whole supply” treatment unit. Given 
the projected growth in connections, and low well yields at FOE #2, 
MRWC anticipates a future need to reconfigure the locations and 
capacities of wells, storage and booster tanks. Mowewer, this is not 
emnomically feasible nor is it reasonably physically achievable prior to the 
January 26,2006 deadline. 

The ADEQ Master Plan recommends an iron-modified activated alumina 
system. The e$timated capital costs are $256,000 with annual O&M costs 
of $47,000. The cost per customer for arsenic treatment under the Master 
Plan option was projected to be $33.38 per month. In contrast, the 
estimated costs far the! POU &Wnent option are $41,325 in initiai capitol 
costs, and approximately $1 3,135 On annual O&M cosfs. The projecte!d 
cost per customer is approximately $15 per month. Thus the POU option 
could save each customer $220.58 annually over the ADEQ Master Plan 
option. 

Since the announcement lowerbg the arsenic MCL to I O  ppb, many 
emerging companies have introduced new treatment systems and are 
vying for market sharddominance. MRWC believes that there will be an 
inevitable shakedown of manufactures and vendors. Those products 
which are most reliable and costeffective will prevail. Unfortunately, 
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some utilities will have made selections from companies who will 
disappear, or who's equipment, or treatment effectiveness will fall short. 
Additionally, it is likely that further technologic advances and cost 
reductiafis will occur over the next ten years. This timeframe corresp~lds 
to the remaining time estimated to for the MRWC service area to be "built- 
O N .  

MRWC believes that it is a reasgnabb approach to us8 the POU units for 
an interim period of 10 years, and then switch to a centralized arsenic 
treatment sy&em. MRWC anticipates that within I O  years the growth of 
the community, and its corresponding water demand, will have stabilized 
and that MRWC will have centralized the IacatEon of storage and booster 
facilities. Financially, MRWC's draft budget estimates indicate that even 
at the tekazvely reasonable cost of $15 per month per connection, 
$130,000 could be accumulated over a ten year period. This fund would 
then be used to purchase a ten years hence, state-of-the-art centralized 
treatment plant, sized for the community with a reduced growth rate. 

POU Implementath 
MRWC proposes to use the KP-5 model Reverse Osmosis ("RO") unit 
from Wattslpresmier, of Phoenix AZ. A unit would be installed at the 
kitchen sink of each horn. The unit is a $stage filtration system, and has 
a capacity of 25 GPD. These systems are equipped with three pre filters, 
one 6 micron sediment and two 5 micron carbon blocks, Fdlowing the 
prefilters is the 25 OPD RO membrane, three gallon holding tank and a 
final 10 inch in-line polishing filter. Thew systems carry NSF Internationat 
Certification for the reductbn of arsenic, barium, cadmium, copper, cyst, 
hexavaient chromium, fluoride, lead, perchloratre, radium 2261228, 
selenium, TDS, trivalent chromium and turbidity. Arsenic reduction is 
approximately 99% 

The KP-5 RO system is equipped with a total dissolved sotids (TDS) 
monitoring faucet that mads the levels of TDS in the treated water and 
determines if the unit is working properly. TDS is an indicator of t b  
perfamnee of the RO membrane. Initially, the RO system shouM reduce 
on average 96% of the incoming T O 8  Over time, tfie membrane will 
reduce less of this incoming TDS, and eventually will to be replaced. 
Watts Premier estimates the lib of an RO to b between two and five 
years, depending upon the quati  of the incoming water. 

If the metering faucet senses that the TDS level through the RO 
membrane has been reduced below the set level, the light on the fauwt 
will turn fmm green to red. The red light does not mean that the system is 
not removing any of the incoming water contaminants. Rather, the RO 
system is still removing minimaty 80% of the incoming water 
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contaminants; however, it is signaling to the u8er that it is time to service 
the unit. 

The RO requires a minimum inlet pressure of40 psi. Homes with less 
than 40 psi service pressure can be equipped with a smafl RO booster 
Pump 

InsfaMion Plan 
MRWC would begin the program with a Public Information/Outreach 
program to inform customers of the implementation plan. Information 
would be presented at feast one public meeting and in several 
newstetters. 

Homeowners would be contacted far scheduling of thdr installation, and 
an individual pre-installation home visit would be requested to determine if 
there are any spracial conditions, and answer any questions. 

in order to meet the January, 28,2006 deadline, MRWC proposes to 
contract with one or more licensed plumbers to perform the initial 
installation effort in existing homes. New homes being built after the initial 
effort wit1 be provided with a unit for the owneribuilder to install, otherwise 
MRWC personnel will insialt the unit prior to occupancy. 

O&N Schedule 
All POU units Will r d v e  an annual service call. MRWC Staff will take an 
arsenic compliance sample if required, check unit indicators and system 
operation, and change the pre and post RO filters. me RO membrane 
itself will be replaced if needed, and this is anticipated every 3 years. 

#oniforin@ and Compliance Repodna 
As MRWC understands ADEQ’s preliminary monitoring requiremerits, 113 
of all POU units will have to be tested for arsenic concentration every 3 
years. Thus, all POU units would have to be tested at least every 8-year 
cyde. 

In addition to the above required monitoring, MRWC believes it is 
important to moriitor the system influent concentrations as wdl as the 
POU performance annually, thus MRWC propases to test each POE and 
10 randomly seiected POU units annually. 

Recordkeeping and reporting will conform to ADEQ rquirements. ADEQ 
is currently producing documentation that will provide ruling on how 
system will implement the POU program. MRWC will follow thew 
guidelines set by AOEQ. 
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Cusfomer Issues 
At this point, MRWC does not know if 100% of customers will allow 
installation of the POW units. It is expected that with an enthusiastic 
owtreach/t;ducation program the participation rate will be high. For those 
recalcitrant customers, MRWC favors termination of water service, unless 
there is some liability protection provided by State or Federal law. MRWC 
looks forward to ADEQ and ACC for guidance on this issue. 

Financial aspects of plan 
For initial funding of the arsenic treatment plan, MRWC intends to apply 
for a WlFA loan. The current estimated loan request is $50,000. Term 
and timlng of the loan are largely unknown to MRWC. However, for 
budget estimating it was assumed to have a 4% interest rate, and a term 
of 10 years. 

A request fbr an arsenic treatment surcharge will also be d e  to ACC, as 
was presented last year at the Arsenic Masterplan Workshop held in 
Prescott, AZ. On the basis of Gost estimates from the POU unit 
manufacturer, the ADEQ POU pilot studies and MRWC estimates, an 
arsenic treatment surcharge in the amount of $1 5 per service cannection 
per month is proposed. 

An annual budget for the Arsenic Treatment Plan by year is presented in 
Table 7 .  Major assumptions in the budget indude: 

tnitial funding of $t%,OOo 
e Loan payments of $6074 per year 

A, system growth fate of 20 new connections per year 
0 A surcharge of $15 per iservice connection per month 

As can be noted in the budget (Table I), the program maintains a positive 
balancm throughout the l0-year plan, and ends with approximately 
$130,000. MRWC proposes that these Punds be used to procure and 
operate a new centralized treatment plant, and any remaining funds used 
in the O&M, and/or adjustment to rates charged to customers. 

MRWC is currently investigating the possibility of a centralized arsenic 
remval treatment system and anticipate potential ehanges to the above 
presented Arsenic Treatment Plan. Research and water analysis is 
presently underway. 

8 



Appendix- Table 9 

9 



Y 
00 


	STEPS TAKEN BY MEPOA TO OATE
	FUTURE STEPS REQUfRED OF IWEPOA
	SUMMARY OF ADEQ ARSENIC MASTER PLAN RECaMMENDA7lONS
	POINT OF USE (POU) OPTIONI
	POU lMPLEMEPSTATiOPJ
	INSTAtUTlON PLAN
	O&Iu SCHEDULE
	MONITORING AND COMPLIANCE REPORTtNG

